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The flourishing development of the cloud computing paradigm provides several ser-
vices in the industrial business world. Power consumption by cloud data centers is
one of the crucial issues for service providers in the domain of cloud computing. Pur-
suant to the rapid technology enhancements in cloud environments and data centers
augmentations, power utilization in data centers is expected to grow unabated. A di-
verse set of numerous connected devices, engaged with the ubiquitous cloud, results
in unprecedented power utilization by the data centers, accompanied by increased car-
bon footprints. Nearly a million physical machines (PM) are running all over the data
centers, along with (5 – 6) million virtual machines (VM). In the next five years, the
power needs of this domain are expected to spiral up to 5% of global power produc-
tion. The virtual machine power consumption reduction impacts the diminishing of
the PM’s power, however further changing in power consumption of data center year
by year, to aid the cloud vendors using prediction methods. The sudden fluctuation in
power utilization will cause power outage in the cloud data centers. This paper aims
to forecast the VM power consumption with the help of regressive predictive analysis,
one of the Machine Learning (ML) techniques. The potency of this approach to make
better predictions of future value, using Multi-layer Perceptron (MLP) regressor which
provides 91% of accuracy during the prediction process.
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1. INTRODUCTION
Cloud computing is a technological advancement that furnishing with everything as a service such as
storage space to the user, networking, server as well as applications. Infrastructure as a Service(IaaS), Software
as a Service(SaaS), and Platform as a Service(PaaS) are the different types of service models,
in Cloud computing that can be delivered on demand. Cloud providers offer a pool of virtualized computa-
tional resources to customers in the data center, in a pay-as-you-go manner [1]. The virtualized computing
services provide IaaS that helps reduce the installation and maintenance cost for computing environments.
A cloud data center is associated with a group of connected physical machines (PM) or host used by the
organizations for network processing, remote storage and access to enormous data. The data centers are the
backbone for the cloud environments. The exponential growth of cloud computing, because of emerging tech-
nologies like IIOT (Industrial Internet of Things) applications, big data evolution, and 5G functionality. In 2020,
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50 billion connected devices will be in the Internet of Things (IoT) field, the amount of internet traffic as per
second is 51974 GB [2]. Consequently, the cloud service providers like AWS, Google cloud and Azure are
motivated to extend data centers across the globe to provide on-demand services.
The virtualization technique plays a major role in the data centers - facilitate sharing resources among
customers through VMs. Each virtual machine is isolated and used to execute customer applications with
the following requirements including its storage capacity, main memory, CPU, I/O capabilities and network
bandwidth [3, 4]. Consolidation of physical machines, fault tolerance, and load balancing are some of the
key factors that improve cloud computing performance. The PM consolidation occurs through Virtual Ma-
chine (VM) migration, when the unavailability of the requested resources by virtual machine from the physical
machine, relocation of the virtual machine will take place. The VM is relocated to another physical machine,
fulfill the need for VM [5]. The proposed method forecast the power of each VM preliminary to VM migra-
tion, based on this prediction and resource availability of PM, then VM migrated to particular PM. The VM
power prediction escalates the system availability, minimizes the infrastructure complexity, and reduces the
operational cost for cloud providers which helps the customer to pay less amount [6, 7]. There is a need to
forecast the VM’s power in advance to manipulate the processes fastest and provide more reliable services
to customers. The conservation of power can be accomplished through power forecast by applying various
machine learning methods. In this work, the regression-based ML strategy is applied to forecast the power
consumption of the virtual machine, to enrich the cloud computing infrastructure and to enhance service for IT
industries. Moreover, the power utilization of VM’s is predicted before the VM allotted to physical machines.
The outline of the paper’s structure follows. Section 2 reviews past literature work on workload
forecast of VM, resource management allocation based on various characteristics of VM. Section 3 deals with
the framework for the VM power prediction based on regression-based methods. Section 4 illustrates the
ML models and performance evaluation of the proposed approach, through empirical inspection, followed by
closing remarks in Section 5 as a conclusion.
2. RELATEDWORK
The background research knowledge in the cloud’s virtual machine such as forecasting of CPU
utilization, resource usage, and management is the effective approaches towards the future in advance.
The power supply increases day by day, to run and cool down the utilized devices in the cloud data center
and these phenomena increase the operational expenses of cloud service providers. The conservation of power
by the data center, the various power aware methodologies were studied. Prediction of power consumption
is used to estimate the non-linear future value for better performance of a complex function. Beloglazov and
Buyya [8] have applied an Adaptive Threshold algorithm, Local Regression, and Robust Local Regression to
evaluate overloaded server, based on CPU utilization in IaaS infrastructure. The threshold is adjusted automati-
cally based on historical analysis of data, manipulate with estimator like Mean absolute deviation, interquartile
range. Prevost et al., [9] focused on network load prediction using Autoregressive linear prediction and neural
network. The data samples used in this method was less for training to learn the relationship between attributes.
Chonglin et al., [10] presented a Tree Regression(TR)-based model to compute the VM power utilization, using
cross-validation, based on black box method. The VM and server feature information are gathered based on
black box method. They have considered data as linear values for their prediction model. Jingqi et al., [11]
presented the Linear Regression method to forecast the workload of cloud services. They also performed the
autoscaling process reducing the operational cost of virtual resources through vertical and horizontal scaling.
Jitendra et al., [12] proposed a self-adaptive differential evolution algorithm to estimate the workload utilized
by the cloud data center using NASA trace and Saskatchewan trace. The authors reviewed fitness function,
mutation, and crossover carried out in this method, which was better than other approaches like Particle Swarm
Optimization (PSO), Genetic Algorithm (GA) and so on. This method required to minimize the Service Level
Agreement (SLA) violations for better service processing.
Flavien et al., [13] explored the challenges, in a cloud environment, to diminish the power consump-
tion of VMs and the operational expenses for cloud vendor. They implemented the ad-hoc framework for VM
consolidation; but this approach did not take into account VM requirements like disk space, network band-
width and time taken by VM to complete a particular task. Hao Xu et al., [14] investigated the power of VM
with normalized parameters that satisfy the correlation coefficient of VM’s power using Radial Basis Function
(RBF) Neural Network. This method used a small number of samples for training and testing data, which
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could not get an accurate prediction in the neural network. The estimator used for calculating prediction error
was average prediction and maximum prediction error. Minal Patel et al., [15] proposed the Support Vector
Regression (SVR) and Autoregressive Integrated Moving Average (ARIMA) method to predict the dirty pages
of VM during live migration and determine the migration time of VM depend on time series analysis. The
ARIMA model is applied to reduce the dirty pages, network traffic, and memory size based on past statistical
data. This approach has less capability to ascertain the built-in features because it formed with single hidden
layer as shallow neural network structure. Cortez et al., [16] applied ML algorithms to estimate the resource
management of VM, in the cloud platform using the characteristics of Azure workload such as the first party
for IaaS and third party for PaaS services. The authors exploited the Fast Fourier Transform to find the category
of VM workload and plotted the graph for CPU, memory, CPU core usage per VM and lifetime of VM, using
cumulative distribution function. This method used the dynamically linked library(DLL) to accumulate the
result after each prediction, while in the next prediction, it checks whether the forecast was valuable using the
score of the DLL.
Verma et al., [17] analyzed the workload of VM in order to minimize the power consumption of VM
using supervised learning algorithms. They listed the various scheduling approaches to reduce carbon dioxide
emissions from data centers. The statistical metrics such as RMSE, R squared and accuracy accomplished with
an algorithm to calculate the prediction error. Chang et al., [18] applied the recurrent neural network to forecast
and manage the resource allocation to a cloud server. They compared the servers workload prediction results
with Time-Delay Neural Network(TDNN) and Regression methods. Witanto et al., [19] proposed the adap-
tive selector neural network to select the algorithm for reduction of the active VM and compared the results
with Linear regression. This method was also focused on Service level agreement(SLA) between customer
and cloud service provider but still, SLA is not fulfilled when the customer requirements vary. The above-
mentioned literature outline exhibits the potential of machine learning to predict various problems in cloud
computing for future evaluation. The aforementioned related works are tabulated below in Table 1.
Table 1. Comparison of algorithms for VM resource requirements prediction
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3. SYSTEMMODEL
The aspects of the proposed method to forecast the power utilization of VM in a proactive manner.
Figure 1 shows an overall framework for the proposed system which focuses on the prediction of VM power
utilization. The proposed framework is comprised of different components, which includes cloud information
service module, resource provisioner module, machine learning module, and decision-making module. A mul-
tiple VM request from the customer is registered in cloud information service module to deploy their system
and application. The resource provisioner module allocates the resources to the virtual machines based on the
decision of cloud manager, whenever needed. This module is responsible for satisfying the service request for
customers according to the service level agreement(SLA). The ML module inspects the repository of VMs his-
torical data and then selects the data for training and testing phase. These are retrieved by the decision-making
module for power prediction. The cloud management monitors the other modules and takes the decision in the
appropriate situation. The cloud data center consists of connected hosts in which each host is allocated with
multiple VMs. The virtual machine monitor (VMM) is a layer which controls each virtual machine located
in the physical machines. The VMM receives the result from the cloud manager and allocates the VM to the
preferable PM. The unexpected creation of virtual machine instance in the physical host or assignment of a task
to existing VM, ensue in changes of VM attributes; consequent fluctuations in power consumption occur in the
corresponding physical host. In this scenario, the power anomalies can be regulated, through prediction, at any
point from the historical data, before the change in power consumption.
Figure 1. Framework of the proposed system
4. POWER PREDICTION OF VM BY APPLYING MACHINE LEARNING
4.1. Forecasting methods
The machine learning models are used to learn the features of the dataset in a flawless manner,
to forecast the VM metrics like CPU, memory, and power. The complex correlation between the input variables
can be handled by effective learning algorithms among the massive amount of traced data contains the numer-
ous VM. The dataset can be handled with normalization, feature selection and find the relationship among
features, through correlation method. The supervised machine learning algorithms will predict the target vari-
ables based on input and output variables [20, 21]. The raw dataset contains the target variable as a continuous
value; so, it comes under the category of Regression predictive model. The Regression model is used to predict
the response variable from analyzing the relationship between multiple independent variables and one depen-
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where ’n’ is the number of observations in the raw dataset, ’yj’ is the forecasted value and ’ŷj’ is the
actual value of the observation. The various regression methods have been trained and tested on the dataset,
to generate the RMSE value, using the prediction method between the test data and regression models. For
both training and testing data based on the metrics, provide the output as a score of the model, prediction error,
running time, performance consistency and so on. The best model is selected based on the score for prediction
of attributes such as VM’s CPU(MHZ) usage, Memory(GBs) usage, and Power consumption. The following
regression methods were used in the prediction process.
4.2. Regression types
The shrinkage algorithms like Least Absolute Shrinkage and selection operator regression, Ridge
regression are effective for multicollinearity problem. The variables in the dataset are highly correlated with
each other that results in poor prediction, can be overcome by these algorithms. The Elastic Net is the hybrid of
Lasso and Rigid methods. The aforementioned algorithms are regularisation techniques to avoid the overfitting
of data [23]. The result of the Lasso, Ridge, and Elastic Net Regression are compared with other regression
methods.
4.3. Random forest regressor
Random Forest is one of the ensemble ML algorithms used for regression analysis. It uses the bag-
ging technique and selects the features for best node splitting and to construct the multiple decision trees
subsequently averaging the value of all decision tree to predict the accuracy [24]. This approach will learn how
to predict the future value with the help of currently observed value. The RMSE metric is used to calculate the
difference between the real observed value and forecasted value by the regressor.
4.4. K nearest neighbor (KNN) regression
The K nearest neighbor forecasts the power utilized by each VM, and based on the feature similarity,
it collects the average of the training test. The distance metric, Euclidean distance defines the distance between




(xi − yi)2 (2)
For tuning the hyperparameter ’k’, KNN uses the k-fold cross-validation to choose the right value of
k, and sum up all losses of each ’k’ value, to estimate the score of the algorithm. The cost function of ’k’ drops
in some period of time, and again increase it further whilst find the ’k’ value using the elbow method. Figure 2
depicts the value of RMSE decreases while increasing the ‘k’ value. The optimum value of ’k’ is determined
through parameter tuning to achieve a better score of the KNN regressor algorithm.
Figure 2. Optimum value of k
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4.5. Multi-layer perceptron (MLP) regressor
The MLP is the precursor for an artificial neural network. An MLP Regressor uses back propagation
to train the data based on the perceptron, which consist of an input layer, hidden layer, and the output layer.
The neurons composed, in each of the layer and hidden layer with activation function to produce output for
a given input node or neuron; in this model, it uses the Relu activation function within the hidden layer. The
performance of MLP Regressor improved high while compared to other models.
4.6. EXPERIMENTS AND RESULTS
4.6.1. VM power
The utilization of the power in a virtual machine can be computed with the power consumption VM’s
CPU, VM’s memory, VM’s IO, and so on [25]. The equation for VM power calculation is defined as below,
PVM = PCPUUtilize + PMemory + PIO (3)
where PVM is the amount of power consumed by VM, PCPUUtilize,PMemory , PIO are the power
consumption of VM requirements such as CPU, memory and IO respectively.
4.6.2. Data model
The raw dataset, collected from Azure VM workload, contains VM requirement details like CPU
utilization for minimum and maximum usage, memory space, CPU core, and VM lifetime and so on, available
in Github [16]. Over ten lakhs of VM’s are monitored, and collected data from each VM, for 24 hours per day,
for four months continuously. Every VM’s detail relates to five-minute VM CPU utilization readings and other
features. The task/data-driven model uses this dataset to forecast the power consumption of VM, with the help
of error estimators.
4.6.3. Performance evaluation
The input to the different regression algorithms is raw dataset divided as 80% for training and 20%
for the testing set. The performance of each method is validated. The evaluation will be how far into the future
prediction value. The proposed method depicts the performance of machine learning models along with the
accuracy of testing and training data.
4.6.4. Result and analysis
The dataset with a collection of different services for VM types, based on their CPU, and memory
usage, the better forecasting method was chosen, based on the score value of each machine learning algorithm.
Figure 3,4 depicts the amount of CPU and memory utilization per service. Figure 5 illustrates the
plotting of learning curve to exhibit the predict performance through validated error and training error for ran-
dom forest regressor analysis. The prediction error and score of the results are used investigating the overall
performance of the algorithms. Figure 6,7,8,and 9 represents the effect of different machine learning models on
the actual value, and predicted the value, of the random VM’s power. Figure 10 shows the better performance
of the MLP regressor model correctly predicts the actual value for each record of VM. This profound approach
observes the past VM data, and evaluates the upcoming service, to achieve the goal of the prediction process.
Figure 3. CPU utilization Figure 4. Memory usage
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Figure 5. Random forest learning curve Figure 6. Lasso, rigid and elastic net
regression
Figure 7. KNN regressor Figure 8. Random forest regression
Figure 9. MLP regressor
Figure 10. Comparison of all algorithms
5. CONCLUSION
In this paper, proactive methods can forecast the sudden fluctuation in power consumption, due to
the changes in VM attributes, ahead of time, happens through historical performance data of a large number
of VM’s. The Regression based different machine learning algorithms were tested in the historical dataset to
predict the VM power consumption. The MLP regressor model estimates the actual power value of VM to
overcome the future uncertainty in power consumption of VM and the proposed framework has a potency to
proceed the cloud manager as proactive to forecast the future power consumption of VM for efficient power
management in the cloud data center. This scenario in cloud computing technic implies to provide a reliable
environment to customers. The future enhancement will allow the data center to understand the characteristics
of VM in advance with better prediction and VM migration model which leads to power consumption.
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